Government of the People’s Republic of Bangladesh
National Board of Revenue
Segunbagicha, Dhaka
www.nbr.gov.bd

File No: 08.01.0000.066.07.008.20 /18 Date: 28/01/2021

This is notifying to all concern that the following Amendments are made to the Tender Ref No. 08.01.0000.066.07.008.20, Package: 06: Upgradation

of Local Area Network and Supply, Installation, Commissioning of Modular Data center with 5 years' IT Support Service of Custom Houses., Published
on: 11/01/2021.

Amendments on Tender Last Selling Date, Closing Date and Time and Opening Date and Time:

Tender Information Existing As Changed As
# | Package Package Name Last Selling | Closing Date and | Opening Date | Last Closing Date | Opening Date
No Date Time and Time Selling and Time and Time
Date
3 | Package- Upgradation of Local | 08/02/2021 | 08/02/2021 08/02/2021 15/02/2021 15/02/2021 15/02/2021
06 Area  Network  and 02:00 PM 02:30 PM 02:00 PM 02:30 PM
Supply, Installation,
Commissioning of
Modular Data center with
5 years' IT Support
Service of  Custom
Houses

Package- 06 / L\ Page 1 of 15
\Q! Nﬁ & e
A\



Lot-01 (Custom House, Chattogram): Amendments:

# Section Page Existing Information Amendment

| |section-07| og | Dimension: LWH 2300%980%1500MM Dimension: To be mentioned by the bidder
Weight: 1272 KG Weight: To be mentioned by the bidder

5 Section-07 | 106 | Brand: Vertiv/APC/Vivanco Brand: Vertiv/APC/Vivanco/Equivalent
Country of Origin: USA/UK/EU Countries Country of Origin: USA/UK/EU Countries
Including:Rack-mounted 20kVA Rack-mounted i
UPS host 2pcs , 32Pcs 38Ah Battery, total backup | Including:Rack-mounted 20kVA Rack-mounted UPS host 2pcs ,
time is 15min ;Rack-mounted distribution module 1 | minimum 32Pcs minimum 38Ah Battery, total backup time is
pes (Including C-level lightning protection, power | 15min ;Rack-mounted distribution module 1 pes (Including C-

3 Section-07 | 106 | monitoring),PDU 3pcs ; 8.1KW Rack-mounted level lightning protection, power monitoring),PDU 3pcs ; 8.1KW
precision air conditioning 3pcs,  (including Rack-mounted precision air conditioning 3pcs,  (including
outdoor unit) , outdoor unit) , Dimension:Bidder should mention
UmEm:mEF@ocﬁ%v*_moo.ﬁcv.*momoAIv AU Monitoring host and monitoring software
Monitoring host and monitoring software
1 ) , *166*18 1mm, : .

4 |Section-07 | 107 _WMM%: HEE Yy, R, To be mentioned by Bidder

inch touch itori *
m_mmmwmmo:o ; mmoao: Eﬁm:wﬁcamﬂm%ﬁoﬁuMNWUmmwm, Minimum 7 inch touch screen monitoring host, 1*RS232,
SECLpoki, ang s e 0. zan 5*RS485 serial port, and has 6*DI and 2*DO, can be connected to
be connected to water leakage, lightning, infrared, | e . Sl

5 Section-07 108 smoke sensors. built in web server, monitor system bk _ﬁ.rmmm, lightning, infrared, smoke sensors. _“E._= n s..a_u.
status, manage UPS and cooling, real time alarm server, monitor system status, manage UPS and cooling, real time
Eo_:%:m display some ans.aosnmm:ﬁ and power i alarm, including display some environment and power

parameters .
parameters .

6 Section-07 109 | Temperature and humidity monitoring, intelligent |Temperature and humidity monitoring, intelligent temperature
temperature and humidity sensor and humidity sensor 1 set for each rack

7 Section-07 | 109 | SMS and voice function, GSM standard 4G SMS and voice function, GSM standard 4G network, no SIM
network, no SIM included included or App based notification
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# Section Page Existing Information Amendment
8 Section-07 109 Muﬂ“m“wo?or Mount Wideserean LUL) Reck Minimum 19 Inch Rack Mount Widescreen LCD Rack Console
Qualification Criteria: szm_.nnm_ﬂ__”v_?m.._ﬂﬁm”.m"_.m s in C ¢
9 Annex-01 180 1. Bachelor/Masters of Science in Computer B bl G :m..nn IR MRPUIPL
. ) ) N Science/Engineering/EEE/ETE/Equivalent from any reputed
Science/Engineering from any reputed university : A
university
10 Section-07 109 Warranty: One (1) year Standard Five (5) year Standard
1 Section-07 74 New Addition 10. Tenderer m._.o=E m.__”:d:n each and every Fluke Test Report both
Copper and Fiber solution
. - 11. Tenderer should provide Site Certification from OEM for 20
- 74
12 Regtons07 s Aty Years Zero Data Loss for both Copper and Fiber solution
12. Tenderer should keep necessary spare parts on his own
13 Section-07 74 New Addition premises for five years warranty support. NBR Authority will
inspect each year.
724 :48
Port Access i " 5 :
14 Switch 138 |Switch should support stacking from day 1. Switch should support stacking.
(Non-POE)
725:24
15 Port Access| 142  |[Switch should support stacking from day 1. Switch should support stacking.
Switch
7.2.6:24
Port Access : .
16 Switch 145 |Switch should support stacking from day 1. Switch should support stacking.
(non-poe)
17 Section-07 151 |Processors: Should propose with minimum two (2)  |Should propose with minimum two (2) Intel latest generation 4216
Package- 06 . Page 3 of 15




# Section Page Existing Information Amendment
Intel latest generation Skylake 4210 Processors. Each |Processors. Each processor should have a minimum 2.1 GHz 16 Core
processor should have a minimum 2.1 GHz 16 Core  |Processor with 22 MB cache.
Processor with 22MB cache.
20 Section-07 159 [New Addition NMS, Qty: (Network Devices:100 & Servers:10)
21 Section-07 140 mmn:«._E features: Support L2 IEEE 802.1AE -128 bit Omit
security from day 1
ITT 28.1(f) Manufacturer’s Authorisation is required |ITT 28.1(f) Manufacturer’s Authorisation is required only for the
2 Section-02 28 only for the following below items: following below items:
Active Network Component, Copper Solution, Fiber |Active Network Component, Copper Solution, Fiber Solution and MDC
Solution and MDC (Mini Data Center & Infrastructure, 42. 4 Rack Modular Data Center)
23 Section-02 27 |7. Trade License renewed for FY 2019-2020 7. Trade License renewed for FY 2020-21 (applied copy also
acceptable)
ITT 14.1(a) 7. The Tenderer shall have at least ITT 14.1(a) 7. The Tenderer shall have at least 2(Two) successfully
2(Two) successfully running Annual Maintenance |running Annual Maintenance Contract for maintaining any of the
Contract for maintaining Network Solution & LAN, |followings:
24 | Section-02 27  |Data Center/Server & Storage in the - Network Solution & LAN
Government/Semi Government/Autonomous - Data Center/Server & Storage
Body/Telco/BFSI /MNC/Enterprise Sector of in the Government/Semi Government/Autonomous
similar nature. Body/Telco/BFSI /MNC/Enterprise Sector of similar nature.
ITT 14. . h 1 ti,
[TT 14.1(b) 2. The Tenderer shall have successfully 14.1(b) 2. The ﬂm:&&.m: all have uana&m\_ﬂm .n.%mxa ing at least
y : 1 (one) Annual Maintenance Contract (AMC) within the last 10 years
operating aft least 1 (one) Annual Maintenance vy . ;
i of minimum value of BDT 2 Crore in a single contract for
Contract (AMC) within the last 10 years of s i
g ; ; maintaining any of the followings:
. minimum value of BDT 2 Crore in a single contract
25 Section-02 27 S . - Data Center
for maintaining Data Center, Network Solution, ;
L : - Network Solution
LAN/WAN/Server Solution in the Government/Semi ,
- LAN/WAN/Server Solution
Government/Autonomous Body/Telco/BFSIT 2 ,
N C Entoiprlie Sector. in the Government/Semi Government/Autonomous
P ‘ Body/Telco/BFSI /MNC/Enterprise Sector.
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Lot-02 (Custom House, Dhaka): Amendments:

# Section Page Existing Information Amendment
1 Section-07 110 Including:Rack-mounted 10kVA UPS host 2pcs Including:Rack-mounted 10kVA UPS host 2pes ,Battery
,Battery pack(16pcs/group) 4pcs total backup time | pack(minimum 16pcs/group) 4pes total backup time is
is 15min;Rack-mounted distribution module 1 pcs 15min;Rack-mounted distribution module 1 pes (Including C-
(Including C-level lightning protection, power level lightning protection, power monitoring),PDU 3pcs ; 8.1kW
monitoring),PDU 3pcs ; 8.1kW Rack-mounted Rack-mounted precision air conditioning 2pcs (including outdoor
precision air conditioning 2pcs (including outdoor | unit,) Dimension: Bidder should mention
unit,) U.h.amzma:.. moo_\scﬁwocaﬁmomo«&hc Monitoring host and monitoring software
Monitoring host and monitoring software
2 Section-07 113 Temperature and humidity monitoring, intelligent |Temperature and humidity monitoring, intelligent temperature
temperature and humidity sensor and humidity sensor 1 set for each rack
3 Section-07 113 SMS and voice function, GSM standard 4G SMS and voice function, GSM standard 4G network, no SIM
network, no SIM included included or App based notification
A SRR 14 Mﬂmmwwnwmﬁr Mot widescrman LD Kack Minimum 19 Inch Rack Mount Widescreen LCD Rack Console
5 Annex-01 185 Qualification Criteria: Qualification Criteria:
1. Bachelor/Masters of Science in Computer 1. Bachelor/Masters of Science in Computer
Science/Engineering from any reputed university ~ |Science/Engineering/EEE/ETE/Equivalent from any reputed
university
6 Section-07 70 New Addition 10. Tenderer should submit each and every Fluke Test Report both
Copper and Fiber solution
7 Section-07 70 New Addition 11. Tenderer should provide Site Certification from OEM for 20
Years Zero Data Loss for both Copper and Fiber solution
8 Section-07 70 New Addition 12. Tenderer should keep necessary spare parts on his own premise
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# Section Page Existing Information Amendment
for five years warranty support. NBR Authority will inspect each
year.
7.24:
Access
9 Switch 48 140 |Switch should support stacking from day 1. Switch should support stacking.
Port (Non-
PoE)
7.2.5:
10 SRR 143 [Switch should rt stacking from day 1 Switch should rt ki
. ch should support sta rom day 1. witch should s tacking.
Switch 48 s___ bR cHing ¥ VRPCEE 8
Port (PoE)
11 Section-6 67 |59. Management Server, Qty: 2 59. Management Server, Qty: 4
1 Section-7 157 29:M i ;
2 Mcwvo atiagement Servet, Quantity' Two 7.2.9 : Management Server, Quantity Four (04)
: Shoul i ini
Progassats: Shal a.uqouam Wi Should propose with minimum two (2) Intel latest generation 4216
. Intel latest generation Skylake 4210 Processors. Each
13 Section-07 157 " Processors. Each processor should have a minimum 2.1 GHz 16 Core
processor should have a minimum 2.1 GHz 16 Core .
: Processor with 22 MB cache.
Processor with 22MB cache.
14 Section-07 165 New Addition NMS, Qty: (Network Devices:100 & Servers:10)
ITT 28.1(f) Manufacturer’s Authorisation is required |ITT 28.1(f) Manufacturer’s Authorisation is required only for the
15 Section-02 og  (only for the following below items: following below items:
Active Network Component, Copper Solution, Fiber [Active Network Component, Copper Solution, Fiber Solution and MDC
Solution and MDC (Mini Data Center & Infrastructure, 42. 3 Rack Modular Data Center)
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& Section Page Existing Information Amendment
16 Section-02 27 |7, Trade License renewed for FY 2019-2020 7. Trade License renewed for FY 2020-21 (applied copy also
acceptable)
ITT 14.1(a) 7. The Tenderer shall have at least ITT 14.1(a) 7. The Tenderer shall have at least 2(Two) successfully
2(Two) successfully running Annual Maintenance |running Annual Maintenance Contract for maintaining any of the
Contract for maintaining Network Solution & LAN, |followings:
17 Section-02 27  |Data Center/Server & Storage in the - Network Solution & LAN
Government/Semi Government/Autonomous - Data Center/Server & Storage
Body/Telco/BFSI /MNC/Enterprise Sector of in the Government/Semi Government/Autonomous
imilar nature. Body/Telco/BFSI /MNC/Enterprise Sector of similar nature.
ITT 14.1() 2. The Tenderer shall huave successfially ITT 14.1(b) 2. The w.ma%wmw shall have m:nnmm&mm..% operating at least
i 1 (one) Annual Maintenance Contract (AMC) within the last 10 years
operating at least 1 (one) Annual Maintenance s ,
il of minimum value of BDT 2 Crore in a single contract for
Contract (AMC) within the last 10 years of maintaining any of the followings:
18 Section-02 27 iminimum value of BDT 2 Crore in a single contract - D am " ﬁ..m nfer g5
for maintaining Data Center, Network Solution, i
M. , - Network Solution
LAN/WAN/Server Solution in the Government/Semi ,
- LAN/WAN/Server Solution
Government/Autonomous Body/Telco/BFST . .
MNC/Enterprise Sector in the Government/Semi Government/Autonomous
P : Body/Telco/BFSI /MNC/Enterprise Sector.

Lot-03 (Custom House, Benapole): Amendments:

Section Page

Existing Information

Amendment

1 Section-07 107

Including:Rack-mounted 10kVA UPS host 2pcs
,Battery pack(16pcs/group) 4pcs total backup time
is 15min;Rack-mounted distribution module 1 pcs
(Including C-level lightning protection, power
monitoring),PDU 3pcs ; 8.1kW Rack-mounted
precision air conditioning 2pcs (including outdoor
unit,) Dimension: 600(W)*1200(D)*2050(H) AU

Including:Rack-mounted 10kVA UPS host 2pcs ,Battery
pack(minimum 16pcs/group) 4pcs total backup time is
15min;Rack-mounted distribution module 1 pes (Including C-
level lightning protection, power monitoring),PDU 3pecs ; 8.1kW
Rack-mounted precision air conditioning 2pes (including outdoor
unit,) Dimension: Bidder should mention

Monitoring host and monitoring software
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# Section Page Existing Information Amendment
Monitoring host and monitoring software
2 Section-07 109 | Temperature and humidity monitoring, intelligent |Temperature and humidity monitoring, intelligent temperature
temperature and humidity sensor and humidity sensor 1 set for each rack
3 Section-07 109 SMS and voice function, GSM standard 4G SMS and voice function, GSM standard 4G network, no SIM
network, no SIM included included or App based notification
4 section-07 Lo Mwhmmwoxmnx Mannit Widescreen LCT Rack Minimum 19 Inch Rack Mount Widescreen LCD Rack Console
5 Annex-01 177 Qualification Criteria: Qualification Criteria:
1. Bachelor/Masters of Science in Computer 1. Bachelor/Masters of Science in Computer
Science/Engineering from any reputed university ~ |Science/Engineering/EEE/ETE/Equivalent from any reputed
university
6 Section-07 70 New Addition 10. Tenderer should submit each and every Fluke Test Report both
Copper and Fiber solution
7 Section-07 70 New Addition 11. Tenderer should provide Site Certification from OEM for 20
Years Zero Data Loss for both Copper and Fiber solution
8 Section-07 70 New Addition 12. Tenderer should keep necessary spare parts on his own premise
for five years warranty support. NBR Authority will inspect each
year.
9 7.2.4:48 138
Port Access Switch should support stacking from day 1. Switch should support stacking.
Switch
10 | 7.25:24 141
Port Access Switch should support stacking from day 1. Switch should support stacking.
Switch
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£ Section Page Existing Information Amendment
11 P : i ini
rocessors mroca.uauam W minimire ove (2) Should propose with minimum two (2) Intel latest generation 4216
: Intel latest generation Skylake 4210 Processors. Each Pl
Section-07 149 e Processors. Each processor should have a minimum 2.1 GHz 16 Core
processor should have a minimum 2.1 GHz 16 Core :
; Processor with 22 MB cache.
Processor with 22MB cache.
12 Section-07 158 |New Addition NMS, Qty: (Network Devices:100 & Servers:10)
13 Section-07 145 mmnE._E features: Support L2 IEEE 802.1AE -128 bit Omit
security from day 1
14 ITT 28.1(f) Manufacturer’s Authorisation is required |ITT 28.1(f) Manufacturer’s Authorisation is required only for the
Section02 og  (only for the following below items: following below items:
Active Network Component, Copper Solution, Fiber |Active Network Component, Copper Solution, Fiber Solution and MDC
Solution and MDC (Mini Data Center & Infrastructure, 44. 3 Rack Modular Data Center)
15 Section-0?2 27 |7, Trade License renewed for FY 2019-2020 7. Trade License renewed for FY 2020-21 (applied copy also
acceptable)
16 ITT 14.1(a) 7. The Tenderer shall have at least ITT 14.1(a) 7. The Tenderer shall have at least 2(Two) successfully
2(Two) successfully running Annual Maintenance |running Annual Maintenance Contract for maintaining any of the
Contract for maintaining Network Solution & LAN, |followings:
Section-02 27  |Data Center/Server & Storage in the - Network Solution & LAN
Government/Semi Government/Autonomous - Data Center/Server & Storage
Body/Telco/BFSI /MNC/Enterprise Sector of in the Government/Semi Government/Autonomous
similar nature. Body/Telco/BFSI /MNC/Enterprise Sector of similar nature.
17 I g A T i
ITT 14.1() 2. The Tenderer shall have successfully TT 14.1(b) 2. The ! enderer shall have aann&m\_w&_. operating at least
) . 1 (one) Annual Maintenance Contract (AMC) within the last 10 years
operating af least 1 (one) Annual Maintenance o ; ;
g of minimum value of BDT 1 Crore in a single contract for
Contract (AMC) within the last 10 years of B .
N : : maintaining any of the followings:
; minimum value of BDT 1 Crore in a single contract
Section-02 27 S , - Data Center
for maintaining Data Center, Network Solution, ¢ Nesuprk Solatioe
LAN/WAN/Server Solution in the Government/Semi .
- LAN/WAN/Server Solution
Government/Autonomous Body/Telco/BFSI , .
MNC/Enterprise Sector in the Government/Semi Government/Autonomous
P ’ Body/Telco/BFSI /MNC/Enterprise Sector.
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Lot-04 (Custom House, Mongla): Amendments:

# Section Page Existing Information Amendment

| Section-07 107 Including:Rack-mounted 6kVA UPS host 2pcs Including:Rack-mounted 6kVA UPS host 2pcs ,Battery
,Battery pack(16pcs/group)*2,total backup time is | pack(minimum 16pecs/group)*2,total backup time is 10-
10-15min;Rack-mounted distribution module 1 pcs | 15min;Rack-mounted distribution module 1 pes (Including C-
(Including C-level lightning protection, power level lightning protection, power monitoring),PDU 2pcs ; 4.2kW
monitoring),PDU 2pcs ; 4.2kW Rack-mounted Rack-mounted precision air conditioning 2pes (including outdoor
precision air conditioning 2pcs  (including outdoor | unit, Dimension:Bidder should mention
unit, Dimension:600(W)*1200(D)*2050(H) AU Monitoring host and monitoring software
Monitoring host and monitoring software

2 Section-07 109 | Temperature and humidity monitoring, intelligent |Temperature and humidity monitoring, intelligent temperature
temperature and humidity sensor and humidity sensor 1 set for each rack

3 Section-07 110 SMS and voice function, GSM standard 4G SMS and voice function, GSM standard 4G network, no SIM
network, no SIM included included or App based notification

4 Recken-07 110 Mﬂmmmwmwﬁr NI WiklEscreste AT Ttk Minimum 19 Inch Rack Mount Widescreen LCD Rack Console

g Annex-01 192 Qualification Criteria: Qualification Criteria:
1. Bachelor/Masters of Science in Computer 1. Bachelor/Masters of Science in Computer
Science/Engineering from any reputed university ~ |Science/Engineering/EEE/ETE/Equivalent from any reputed

university
6 Section-07 110 Warranty: One (1) year Standard Five (5) year Standard
7 Section-07 70 New Addition 10. Tenderer should submit each and every Fluke Test Report both
Copper and Fiber solution
8 Section-07 70 New Addition 11. Tenderer should provide Site Certification from OEM for 20

Years Zero Data Loss for both Copper and Fiber solution
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# Section Page Existing Information Amendment
9 Section-07 70 New Addition 12. Tenderer should keep necessary spare parts on his own premise
for five years warranty support. NBR Authority will inspect each
< year.
10 et B 135
Access .
Switch 48 Switch should support stacking from day 1. Switch should support stacking.
Port PoE
11 P : Id i ini
receaalts Sl .n_,onowm WIS i e (2) Should propose with minimum two (2) Intel latest generation 4216
5 Intel latest generation Skylake 4210 Processors. Each e
Section-07 166 o Processors. Each processor should have a minimum 2.1 GHz 16 Core
processor should have a minimum 2.1 GHz 16 Core .
; Processor with 22 MB cache.
Processor with 22MB cache.
12 Section-07 175  |New Addition NMS, Qty: (Network Devices:100 & Servers:10)
13 Section-07 139 mmnE._E features: Support L2 IEEE 802.1AE -128 bit Omit
security from day 1
14 ITT 28.1(f) Manufacturer’s Authorisation is required |ITT 28.1(f) Manufacturer’s Authorisation is required only for the
Section-02 8 only for the following below items: following below items:
Active Network Component, Copper Solution, Fiber |Active Network Component, Copper Solution, Fiber Solution and MDC
Solution and MDC (Mini Data Center & Infrastructure, 42. 2 Rack Modular Data Center)
15 SectiGn00 27 |7. Trade License renewed for FY 2019-2020 7. Trade License renewed for FY 2020-21 (applied copy also
acceptable)
16 ITT 14.1(a) 7. The Tenderer shall have at least ITT 14.1(a) 7. The Tenderer shall have at least 2(Two) successfully
2(Two) successfully running Annual Maintenance |running Annual Maintenance Contract for maintaining any of the
Contract for maintaining Network Solution & LAN, |followings:
Section-02 27  |Data Center/Server & Storage in the - Network Solution & LAN
Government/Semi Government/Autonomous - Data Center/Server & Storage
Body/Telco/BFSI /MNC/Enterprise Sector of in the Government/Semi Government/Autonomous
similar nature. Body/Telco/BFSI /MNC/Enterprise Sector of similar nature.
Package- 06 Page 11 of 15

2 4

W G




# Section Page Existing Information Amendment
17 14, 3 5. j
ITT 14.1(8) 2. The Tenderer shall have successfully ITT 14.1(b) 2. The Wma%_@, shall have manmmmm\“m@m operating at least
, ; I (one) Annual Maintenance Contract (AMC) within the last 10 years
operating at least 1 (one) Annual Maintenance i . ,
S of minimum value of BDT I Crore in a single contract for
Contract (AMC) within the last 10 years of —— o
g inimum value of BDT 1 Crore in a single contract riHIgining 1y of Ue folowings;
Section-02 27 [P . - Data Center

for maintaining Data Center, Network Solution,
LAN/WAN/Server Solution in the Government/Semi
Government/Autonomous Body/Telco/BFSI
/MNC/Enterprise Sector.

Network Solution

LAN/WAN/Server Solution

in the Government/Semi Government/Autonomous
Body/Telco/BFSI /MNC/Enterprise Sector.

Lot-05 (Custom House, Pangaon and ICD): Amendments:

# Section Page Existing Information Amendment

| Section-07 115 Including:Rack-mounted 10kVA UPS host 2pcs ,Battery Including:Rack-mounted 10kVA UPS host 2pcs ,Battery
pack(16pcs/group) 4pcs total backup time is 15min;Rack- pack(minimum 16pes/group) 4pcs total backup time is
mounted distribution module 1 pcs (Including C-level 15min;Rack-mounted distribution module 1 pcs
lightning protection, power monitoring),PDU 3pcs , 8.1kw | (Including C-level lightning protection, power
Rack-mounted precision air conditioning 2pcs (including monitoring),PDU 3pcs ; 8.1kW Rack-mounted precision
outdoor unit,) Dimension: 600(W)*1200(D)*2050(H) AU air conditioning 2pcs (including outdoor unit,)
Monitoring host and monitoring software Dimension: Bidder should mention

Monitoring host and monitoring software
2 Section-07 231 Including:Rack-mounted 6kVA UPS host 2pcs ,Battery Including:Rack-mounted 6kVA UPS host 2pcs ,Battery

pack(16pcs/group)*2,total backup time is 10-15min;Rack-
mounted distribution module 1 pcs (Including C-level
lightning protection, power monitoring),PDU 2pcs ; 4.2kW
Rack-mounted precision air conditioning 2pcs  (including
outdoor unit, Dimension:600(W)*1200(D)*2050(H) AU
Monitoring host and monitoring software

pack(minimum 16pcs/group)*2,total backup time is 10-
15min;Rack-mounted distribution module 1 pes
(Including C-level lightning protection, power
monitoring),PDU 2pcs ; 4.2kW Rack-mounted precision
air conditioning 2pes (including outdoor unit,
Dimension:Bidder should mention
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# Section Page Existing Information Amendment
Monitoring host and monitoring software
3 Section-07 | 117, 233 | Temperature and humidity monitoring, intelligent Temperature and humidity monitoring, intelligent
temperature and humidity sensor temperature and humidity sensor 1 set for each rack
4 Section-07 | 118,233 | SMS and voice function, GSM standard 4G network, no SMS and voice function, GSM standard 4G network, no
SIM included SIM included or App based notification
5 Section-07 | 118, 234 | 19 Inch Rack Mount Widescreen LCD Rack Console Minimum 19 Inch Rack Mount Widescreen LCD Rack
Console
6 Annex-01 327 Qualification Criteria: Qualification Criteria:
1. Bachelor/Masters of Science in Computer 1. Bachelor/Masters of Science in Computer
Science/Engineering from any reputed university Science/Engineering/EEE/ETE/Equivalent from any
reputed university
7 Section-07 234 Warranty: One (1) year Standard Five (5) year Standard
8 Section-07 76 New Addition 10. Tenderer should submit each and every Fluke Test
Report both Copper and Fiber solution
9 Section-07 76 New Addition 11. Tenderer should provide Site Certification from OEM
for 20 Years Zero Data Loss for both Copper and Fiber
solution
10 Section-07 76 New Addition 12. Tenderer should keep necessary spare parts on his own
premise for five years warranty support. NBR Authority
will inspect each year.
A7.24:48 143
Port Access
11 switch (Non- Switch should support stacking from day 1. Switch should support stacking.
PoE)
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# Section Page Existing Information Amendment
A7.25:24 146
12 | Port Access Switch should support stacking from day 1. Switch should support stacking.
Switch (PoE) .
: : = _
roGessors m:.c:_a prApDSE with TminimunY two (2} it Should propose with minimum two (2) Intel latest generation
. latest generation Skylake 4210 Processors. Each processor S
13 Section-07 173 . ; 4216 Processors. Each processor should have a minimum 2.1
should have a minimum 2.1 GHz 16 Core Processor with "
GHz 16 Core Processor with 22 MB cache.
22MB cache.
14 | Section-06 | 68,73 [Solarwind NMS i
15 Section-06 73 New Addition 60. Management Server, Qty: 02
16 | Section-07 294  IManagement Server, Qty: 03 Management Server, Qty: 02
17 Section-07 | 181, 302 [New Addition NMS, Qty: (Network Devices:100 & Servers:10)
18 Section-07 | 150,270 Security features: Support L2 IEEE 802.1AE -128 bit security Omit
from day 1
19 s . . |ITT 28.1 's Authori i ired only f
J:,,—. 28.1(f) Manufacturer’s Authorisation is required only for () .gm_._.._*mnnm:mq Aduttinrisstion s sequlred uhly for
b Sollivian Bl fsisiss the following below items:
Section-02 28 >M: 0m WEM“N HM ME ! oEM‘ ¢ C s Bolution. ke Saluiian Active Network Component, Copper Solution, Fiber Solution
i <ZU% SRERIE, SR NI, DD e lian and MDC (Mini Data Center & Infrastructure, 41. 2 Rack
Modular Data Center, 43. 3 Rack Modular Data Center)
20 . . ,
Section-02 27 7. Trade License renewed for FY 2019-2020 7. Trade License renewed for FY 2020-21 (applied copy also
acceptable)
21 ITT 14.1(a) 7. The Tenderer shall have at least 2(Two) ITT 14.1(a) 7. The Tenderer shall have at least 2(Two)
successfully running Annual Maintenance Contract for successfully running Annual Maintenance Contract for
Section-02 27 |maintaining Network Solution & LAN, Data Center/Server |maintaining any of the followings:
& Storage in the Government/Semi - Network Solution & LAN
Government/Autonomous Body/Telco/BFSI - Data Center/Server & Storage
VYMNC/Enterprise Sector of similar nature. in the Government/Semi Government/Autonomous
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# Section Page Existing Information Amendment
Body/Telco/BFSI /MNC/Enterprise Sector of similar nature.
22 ITT 14.1(b) 2. The Tenderer shall have successfully operating
ITT 14.1(b) 2. The Tenderer shall have successfully at least 1 (one) Annual Maintenance Contract (AMC) within
loperating at least 1 (one) Annual Maintenance Contract the last 10 years of minimum value of BDT 1 Crore in a single
(AMC) within the last 10 years of minimum value of BDT 1 |contract for maintaining any of the followings:
Section-02 27 |Crore in a single contract for maintaining Data Center, - Data Center
[Network Solution, LAN/WAN/Server Seolution in the - Network Solution
Government/Semi Government/Autonomous - LAN/WAN/Server Solution
Body/Telco/BFSI /MNC/Enterprise Sector. in the Government/Semi Government/Autonomous
Body/Telco/BFSI /MNC/Enterprise Sector.
1 1
a b \KibVier
(Syed Golam Kibria)
Member (Customs: Policy & ICT)
National Board of Revenue
Segunbagicha, Dhaka.
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